: : o 4" san pipe to
1 or 2 Hour Fire Rated Through ' = 4" SAN . o
c . ; . NOTE: 2.0 MATERIALS 4" FCO existing sewer
S1f; " " v M PIPE "
PP Penetration Firestop for Single WE[ED@@(E o ALL PIPE 2" OR LESS SLOPE @1/4"/FT 2.1 PROVIDE_ SHUTOFF VALVES FOR EACH FIXTURE AND AIR . 2 §'/FT(23FU)
Uﬂ Metallic Pipe through - 3735 Green Rd. z ALL PIPE 3" OR MORE SLOPE @1/8"/FT CHAMBERS WHERE SHOWN AND WHEN REQUIRED FOR 4" TWO
] l. Gypsum Walls using Beachwood, OH, 44122 S PLUMBING NOTES: PROPER PERFORMANCE OF THE SYSTEM. 2" TIE INTO WAYS FCO
Sy TREMstop IA. o~ 1.0 GENERAL 2.2 PROVIDE DIELECTRIC FITTING TO CONNECT PIPING TO EXISTING |
Drawing not to scale 11 PROVIDE (FURNISH AND IN EQUIPMENT OF DISSIMILAR METALS. USE CLAMPS AND SANITARY : -
WL 1113 F-Rating = 1 and 2 Hr. ' ( ND INSTALL) ~ALL NECESSARY FASTENERS OF SIMILAR METALS OR ISOLATE THEM FROM 3 —
V T-Ratine = 0 Hr E— 2"CPVC o - MATERIALS AND LABOR FOR UN COMPLETELY OPERATIONAL PIPING AND SLABS TO PREVENT CORROSION. SEWER LINE
| 8 ' | PLUMBING SYSTEM AND SHOWN ON THE DRAWING AND 23 PIPING ON STREET AHU
HEREIN SPECIFIED. INSTALL IN ACCORDANCE WITH THE '
SN TEE T.P. W/ BRONZE FLORIDA BUILDING CODE 2007 AND LOCAL ORDINANCES. 2 T A B e Y s EXISTING SAN MDA P50 _ .
1. COUNTER SUNK PLUG 1.2 SCOPE WORK: AS PER FLORIDA BUILDING CODE: WATER SUPPLY AND PIPE ON STREET BATHROOM 3/4" CW—) | o
e 3 TEST PORT DETAIL PROVIDE THE FOLLOWING COMPLETE SYSTEM: DISTRIBUTION CHAPTER; MATERIALS SECTION oy HOLDING AREA
2 A. SANITARY COLLECTION. PROVIDE POLYPROPYLENE SLEEVES TO SEPARATE PVC 3 B R ,
----- NT.5. B. DOMESTIC COLD WATER PIPE FROM CONCRETE 1EST PORY 2O
C. AIR CONDITIONING CONéENSATE 2.3.2 SANITARY WEST AND VENT: SEE DETAH:-——\\ = .
: : P.V.C. DRAIN PIPE AND FITTINGS WHEN & WHERE = ‘45235JABI 1" CW
ROOF 1.3 PAY FOR ALL FEES, INSPECTIONS AND CONNECTION ALLOWED FOR THE LOCAL JURISDICTION. TUB FOR N———0o0—1 & : V
---------------- CHARGES REQUIRED. 2.3.3. A/C CONDENSE: P.V.C. SCHEDULE 40 PIPE AND FITTINGS. ANIMAL < =t (P bg— — — - -
'''''''''''''''''''' NEW LAV-SINK TO BE - S —]
.............. \2) CONNECTED TO 1.4 VERIFY AT JOB SITE ALL SPACE CONDITIONS, DIMENSIONS Lo FoR e o FITINGS WHER & WHERE S ES CLEANING' — [~ ¥ TITAR
2" SANITARY PIPE WITH WITH PIPE, FIXTURES, AND EQUIPMENT SIZES PRIOR TO ' o 3"sp ROOM lodel N-
. HAIR TRAP AS SHOWN FABRICATION OR INSTALLATION. COORDINATE REQUIREMENTS  NOTE: \——;g;D 6-0" AFF
/ o TO AVOID INTERFERENCE WITH OTHER TRADES. 1. THE NATURE OF THE REMODEL TYPE CONSTRUCTION POSES © 3/4"cw
LA 1.5 SUBMIT SHOP DRAWINGS FOR ARCHITECT/ENGINEER & SPECIAL PROBLEMS FOR THE DESIGN ENGINEERS AS WELL WASHER Q" oI
@ Pre-Rated Gypsum Wallboard/Stud Wall Assembly TEST OWNER APPROVAL BEFORE PROCEEDING CmH THE AS THE PLUMBING CONTRACTOR. EVERY EFFORT HAS BEEN MADE SEE DETAIL S EWC % SURGERY AREA
fa P : (¥ H 1 h. 40 h H 1 pi PORT H T W 5K a
@ Metallic Pipe - A) Steel Pipe - 4" diam. (or smaller) Sch. 40 (or heavier) steel pipe. /H PURCHASE OF INSTALLATION OF EQUIPMENT AND MATERIALS. %:ETE(ECE‘%%SEE;BS Tg(g E;g%NAéNngagmé VS\@g?EEMg()Eg?Lfé — ' = TEST PORT
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D) Copper Tubing - 4" diam. (or smaller) Type L (or heavier) copper tubing. SAN. MAIN THESE MINOR DIFFERENCES TUB FOR ony _}
E) Copper Pipe - 4" diam. (or smaller) Regular (or heavier) copper pipe. - PIPE ; ANIMAL o CO__.Z C‘ 3/4" OW
The annular space shall be min. 1/4" to max. 5/8" within the firestop system. HAIR TRAP & TEST PORT ™~ ~ K EEB'L:/II:CES j ;a - RECUPERATION - X-RAY AREA
@ TREMstop IA - Min. 1/2" thickness of sealant applied within opening. Additional sealant EACH SINK AT STA TION . ~ 3 o o TEST PORT (G AREA
; ; . TEST PORT SEE DETAIL '
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@ Pre-Rated GypSle Wallboard/Stud Wall Assembly 1" BACKFLOW . :
() Plastic Pipe - Nom. 4" diam. (or smaller) Sch. 40 PVC pipe for use in open or closed ;“S?'Y\SIIFTRIC DOMESTIC WATER \ /’ PREVENTOR @ 1" BACKFLOW PREVENTIOR ASEEMBLY. SUBLIC
piping systems. A max. annular space of 1/8" is required within the system. \ [/| ﬁ 1"oW 1" WATER METER @ (TWO) 1” CHECK VALVES AREA
@ TREMSstop WS - Intumescent wrap strips, continuously wrapped around the outer [\| @ (TW O) 1" BALL VALVE XV F/:\!;l\ NG
circumference of the pipe six times on both sides of wall assembly. \/ @ 1" UNION.
@ TREMstop MCR - Prefabricated steel collar wrapped over the wrap strips (Item 3) SK g;Tgw FROM N E W B A C K F‘LO W P F\) E VE N TO R
and mechanically fastened to both sides of the wall assembly. SANITARY PIPE NOTE: N.T.S.
@ FYRE-SIL - Min. 1/4" thickness of sealant applied at the interface of the wall and collar, ¢ ALL PIPE 2" OR LESS ‘SL OPE @1/4"/FT —
. . . Lo TYPE"A" ¢ ) ALL PIPE 3" OR MORE SLOPE @1/8"/FT
and the interface of the collar and pipe. Sealant applied on both sides of wall. igg\clé (S;-,E—RTSG SEE PLAN ) FLOOR DRAINS TO BE INSTALLED WITH PLU VMBING PLAN alihe
ject: e Tremeoproductsused sbove have been . FOR CONTIN. SOLID INTERCEPTOR TOP ACCESS IN-LINE — 4
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Location: " o Thiough Pencraton Fresapping. | Pated prformance crteia Tremco shall no — WORK INCLUDE TO ACCOMMODATE EXISTING INSTALLATIONS TO NEW OCCUPANCY! UP-DATE TO
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N intumescent devices Y N : o © ’ 7 /wRD SIZE L w VOLUME CAPACITY
Yste Drawing not to scale A o SWITCH A 1 /2” 51 /4" 11 /8" 3.5" 1-11
WL2063 F-rating = 2 Hr. LEFT SR el RESISTOR A=t | o ; ; ; 5
Torating = 1 Hr. 1 » Eoh B 3/4 6 1/8"|1 3/8"| 4.3 12-32 L PLUMBING SYMBOL LEGEND
1 Hb C 1" 8" [13/8"] 6.5 33-60
@ 1 ‘ 1 = = D 1" 10 5/871 3/8" 10" 61-113 SANITARY PIPE
! " 1 " ”
NS, e o 6" MAX n DETAIL WATER HEATER E 1 9 7/8"[2 1/8"] 22.36 114154
’“ﬂ\ o B - O) co. SCALE: NTS. F E 13 7/82 1/8"| 344 | 155-330 SANITARY VENTILATION PIPE
1 TITAN — SCR2 SPECIFICATIONS:
access | Lt 1 MODEL | SEE, 5 MATERIAL | FLOW RATE | ELEC. INFORMATION EXISTING PIPE
PANEL _\: N=120] 7" 10"F 3/4" |BRASS CASING|23 @ 6GPM |11.5 KW-240/2/60—54AMPS—26) WATER HAMMER ARRESTER DETAIL _
................ : N.T.S.
I NOA : 03-0919.02 — COLD WATER PIPE
S S
™~ L1 upn I I
\/ PITRAP | WATER  HAMMER  ARRESTER  SPECS. - HOT WATER
L Y
@@ 2-Hour Fire Rated gypsum wallboard/stud assembly. Tl FLOOR P.D.I. UNITS F.U. RATING CATALOG NO. MANUFACTURER STANDARDS > GLOBE VALVE
@ Plastic Pipe - 4” dia. (or smaller) sch. 40 PVC pipe for — "A( — — )
use in closed or vented piping systems, A 1-Mn 5005 J. R. SMITH ASSE 1010
with a nom. annular space of 1/8". [\| WATER HAMMER
© A) TREMslop W~ wrap g gty wrapped 6 tmes PLUMBING FIXTURE CONNECTION SCHEDULE ARRESTOR
around pipe.
B) TREMstop MCR - steel restricting collar. WATER
C) FYRE-SIL - Min. 1/4" thick sealant applied to
wall/collar and collar/pipe interfaces. XgFgFEglNATE H » & NO. DESCRIPTION DRAIN COLD HOT REMARKS SLOPE CONDENSATE DRAIN
\_ 3" MIN ‘X WC | WATER CLOSET 3" 1/2" 3 & 4" @1/8"/FT @ CONNECTION TO
e e S s Smdm'lm?tdg"“l:‘?gm REFER TO PLAN FOR CONT, L | LAVATORY 1-1/2 1/2 1/2 @ 1/4"fFT EXISTING PIPE
’ forThvusih Penclsaton Frstoppig. 5'::'!3:122?:,?4":;;:#:';53;;1‘55;'3 OF VENT AND DRAIN SK | SINK 1—1/2" 1/2" 1/2" @ 1/4" /FT
Instalier: Date: Drawing: :’LL’?&T:'&S?L;S::BS?J’?&:M - - / / / ) / / @ FLOOR CLEANOUT
Signature: Approved by: material found to be defective. ) WITH DRAIN BOX: " 3
WM | CLOTHES WASHER 3 1/2" 1/2" DRAIN & (2) 1/2" H.B. @ 1/8"/FT
WASHING MACHINE SUPPLY & DRAIN PIPING DIAGRAM W/ VACUUM' BREAKER JEST PORT EACH. STATION
FRE PENETRATIONUBETAIPS X P UMBING N Py—— 7 172 | /2 | PRESSURE AND TENP. YRR o 14767
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